
Air Breather Tube Retrofit to Biolytix  
Ross Mars, Water Installations, Mundaring WA 

 

  
 

 
 

 

Push Fit one-quarter 
inch tubing and fittings 

 

 

Insert breather tube in inspection 
opening adjacent to control valve 
box. (opposite side from inlet 
sewage pipe) 

Cut mainline and insert Push fit 
Tee. Drill hole into main chamber 
and push new line through and 
connect to breather tube. 



 
OPTION: Chlorine wash of lower geotextile. DO BEFORE PUNCTURE OF GEOTEXTILE FOR 
BREATHER TUBE. Remove pump, add 5- 10 L conc liquid chlorine, add water to pump well depth 400-
500 mm and use plunger to mix and push chlorine throughout bottom of chamber – for about 10 mins. 
Pump out sludge and dirty water (vortex pump and line) and then refit system pump etc.  
 

 
Puncture through all bags and membranes to bottom. Slide breather tube in and remove steel pipe. 



 
Breather tube approx 700 mm long. Use 20 mm PVC to extend to height 1.6 m (longer for tall tank) 

 

 
Breather tube has perforated holes along its length. 


